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C. Comparison of Existing Condition and Post-development Simulation, viewing from Camera 2 Position 
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Table 5-4: Alternate Transformer Station Sites Ranking   

  CRITERIA 
Site A Site B Site C Site D Site E Site F Site G Site H Site I Site J 

NATURAL ENVIRONMENT 

Proximity to significant woodlot 
(50m) 

L H H H L L L H H L 

Proximity to cold water stream 
(50m) 

L L L L L L L L L L 

Proximity to Watercourse (30m) M L M M L L L M M L 
Proximity to Species at Risk 
(50m) 

L L L L L L L L L L 

Proximity to Wetland (PSW or 
>2ha = 120m; Non-PSW or 
<2ha = 30m) 

L H L L L L L L L L 

SOCIO-ECONOMIC ENVIRONMENT 

Proximity to Homes (500m) H H H M L L L L L L 
TECHNICAL 

Proximity to Major Access Road  L L L L L L L H H H 
Proximity to Existing ROW 
L: no tap line required 
M: tap line across street 
H: tap line across street and 
properties 

L L H H M L L H M M 

Distance from Hwy 401 
(>200m from 100km Hwy) 

L L L L L L L H L H 

 

H = High, M = Moderate, L = Low 

 




