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1. POINT OF GUY ATTACHMENT TO BE AS
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2 PULL AND 1 PUSH ALTERNATE INSULATOR LOCATION.
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No. MM No. DESCRIPTION FIG1FIG.2
, |30008404[INSULATOR, DEAD—END, DS15 OR | , 1
30008411 |INSULATOR, DEAD—END, DS28
2 [30007010|CLAMP, CONDUCTOR, ANGLE 3| 2
3 |30001595|WASHER, 3/4” x 2" x 2" 4 15
4 [10000058|BOLT—EYE, FOR 3/4” BOLT 3| 2
30000801
5 130000952 [BRACKET, STAND-OFF (SEE SPAN) 1 2
6 MM#  [BOLT, 3/4” 4 |5
7 |30000905[STUD, INSULATOR, 3/4” x 3" 1 2
g |30008431/INSULATOR, LP15 WITH CLAMP OR|[ | 5
30008430|INSULATOR, LP28 WITH CLAMP
ALL DIMENSIONS IN CENTIMETRES MM# = REFER TO SECTION 16 ONLY |A/R = AS REQUIRED

UNLESS OTHERWISE STATED
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